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gas, vapor, dust, or fiber that will be
present.

NOTE: NFPA 70, the National Electrical
Code, lists or defines hazardous gases, va-
pors, and dusts by ‘‘Groups’’ characterized by
their ignitible or combustible properties.

(ii) Marking. Equipment shall not be
used unless it is marked to show the
class, group, and operating tempera-
ture or temperature range, based on
operation in a 40-degree C ambient, for
which it is approved. The temperature
marking shall not exceed the ignition
temperature of the specific gas, vapor,
or dust to be encountered. However,
the following provisions modify this
marking requirement for specific
equipment:

(A) Equipment of the non-heat-pro-
ducing type (such as junction boxes,
conduit, and fitting) and equipment of
the heat-producing type having a max-
imum temperature of not more than
100 degrees C (212 degrees F) need not
have a marked operating temperature
or temperature range.

(B) Fixed lighting fixtures marked
for use only in Class I, Division 2 loca-
tions need not be marked to indicate
the group.

(C) Fixed general-purpose equipment
in Class I locations, other than lighting
fixtures, which is acceptable for use in
Class I, Division 2 locations need not be
marked with the class, group, division,
or operating temperature.

(D) Fixed dust-tight equipment,
other than lighting fixtures, which is
acceptable for use in Class II, Division
2 and Class III locations need not be
marked with the class, group, division,
or operating temperature.

(3) Safe for the hazardous (classified)
location. Equipment which is safe for
the location shall be of a type and de-
sign which the employer demonstrates
will provide protection from the haz-
ards arising from the combustibility
and flammability of vapors, liquids,
gases, dusts, or fibers.

NOTE: The National Electrical Code, NFPA
70, contains guidelines for determining the
type and design of equipment and installa-
tions which will meet this requirement. The
guidelines of this document address electric
wiring, equipment, and systems installed in
hazardous (classified) locations and contain
specific provisions for the following: wiring
methods, wiring connections, conductor in-

sulation, flexible cords, sealing and drainage,
transformers, capacitors, switches, circuit
breakers, fuses, motor controllers, recep-
tacles, attachment plugs, meters, relays, in-
struments, resistors, generators, motors,
lighting fixtures, storage battery charging
equipment, electric cranes, electric hoists
and similar equipment, utilization equip-
ment, signaling systems, alarm systems, re-
mote control systems, local loud speaker and
communication systems, ventilation piping,
live parts, lightning surge protection, and
grounding. Compliance with these guidelines
will constitute one means, but not the only
means, of compliance with this paragraph.

(c) Conduits. All conduits shall be
threaded and shall be made wrench-
tight. Where it is impractical to make
a threaded joint tight, a bonding jump-
er shall be utilized.

[51 FR 25318, July 11, 1986, as amended at 61
FR 5510, Feb. 13, 1996]

§ 1926.408 Special systems.

(a) Systems over 600 volts, nominal.
Paragraphs (a)(1) through (a)(4) of this
section contain general requirements
for all circuits and equipment operated
at over 600 volts.

(1) Wiring methods for fixed installa-
tions—(i) Above ground. Above-ground
conductors shall be installed in rigid
metal conduit, in intermediate metal
conduit, in cable trays, in cablebus, in
other suitable raceways, or as open
runs of metal-clad cable designed for
the use and purpose. However, open
runs of non-metallic-sheathed cable or
of bare conductors or busbars may be
installed in locations which are acces-
sible only to qualified persons. Metallic
shielding components, such as tapes,
wires, or braids for conductors, shall be
grounded. Open runs of insulated wires
and cables having a bare lead sheath or
a braided outer covering shall be sup-
ported in a manner designed to prevent
physical damage to the braid or sheath.

(ii) Installations emerging from the
ground. Conductors emerging from the
ground shall be enclosed in raceways.
Raceways installed on poles shall be of
rigid metal conduit, intermediate
metal conduit, PVC schedule 80 or
equivalent extending from the ground
line up to a point 8 feet (2.44 m) above
finished grade. Conductors entering a
building shall be protected by an enclo-
sure from the ground line to the point
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of entrance. Metallic enclosures shall
be grounded.

(2) Interrupting and isolating devices—
(i) Circuit breakers. Circuit breakers lo-
cated indoors shall consist of metal-en-
closed or fire-resistant, cell-mounted
units. In locations accessible only to
qualified personnel, open mounting of
circuit breakers is permitted. A means
of indicating the open and closed posi-
tion of circuit breakers shall be pro-
vided.

(ii) Fused cutouts. Fused cutouts in-
stalled in buildings or transformer
vaults shall be of a type identified for
the purpose. They shall be readily ac-
cessible for fuse replacement.

(iii) Equipment isolating means. A
means shall be provided to completely
isolate equipment for inspection and
repairs. Isolating means which are not
designed to interrupt the load current
of the circuit shall be either
interlocked with a circuit interrupter
or provided with a sign warning
against opening them under load.

(3) Mobile and portable equipment—(i)
Power cable connections to mobile ma-
chines. A metallic enclosure shall be
provided on the mobile machine for en-
closing the terminals of the power
cable. The enclosure shall include pro-
visions for a solid connection for the
ground wire(s) terminal to ground ef-
fectively the machine frame. The
method of cable termination used shall
prevent any strain or pull on the cable
from stressing the electrical connec-
tions. The enclosure shall have provi-
sion for locking so only authorized
qualified persons may open it and shall
be marked with a sign warning of the
presence of energized parts.

(ii) Guarding live parts. All energized
switching and control parts shall be en-
closed in effectively grounded metal
cabinets or enclosures. Circuit break-
ers and protective equipment shall
have the operating means projecting
through the metal cabinet or enclosure
so these units can be reset without
locked doors being opened. Enclosures
and metal cabinets shall be locked so
that only authorized qualified persons
have access and shall be marked with a
sign warning of the presence of ener-
gized parts. Collector ring assemblies
on revolving-type machines (shovels,
draglines, etc.) shall be guarded.

(4) Tunnel installations—(i) Applica-
tion. The provisions of this paragraph
apply to installation and use of high-
voltage power distribution and utiliza-
tion equipment which is associated
with tunnels and which is portable and/
or mobile, such as substations, trailers,
cars, mobile shovels, draglines, hoists,
drills, dredges, compressors, pumps,
conveyors, and underground exca-
vators.

(ii) Conductors. Conductors in tunnels
shall be installed in one or more of the
following:

(A) Metal conduit or other metal
raceway,

(B) Type MC cable, or
(C) Other suitable multiconductor

cable.
Conductors shall also be so located or
guarded as to protect them from phys-
ical damage. Multiconductor portable
cable may supply mobile equipment.
An equipment grounding conductor
shall be run with circuit conductors in-
side the metal raceway or inside the
multiconductor cable jacket. The
equipment grounding conductor may
be insulated or bare.

(iii) Guarding live parts. Bare termi-
nals of transformers, switches, motor
controllers, and other equipment shall
be enclosed to prevent accidental con-
tact with energized parts. Enclosures
for use in tunnels shall be drip-proof,
weatherproof, or submersible as re-
quired by the environmental condi-
tions.

(iv) Disconnecting means. A dis-
connecting means that simultaneously
opens all ungrounded conductors shall
be installed at each transformer or
motor location.

(v) Grounding and bonding. All non-
energized metal parts of electric equip-
ment and metal raceways and cable
sheaths shall be grounded and bonded
to all metal pipes and rails at the por-
tal and at intervals not exceeding 1000
feet (305 m) throughout the tunnel.

(b) Class 1, Class 2, and Class 3 remote
control, signaling, and power-limited cir-
cuits—(1) Classification. Class 1, Class 2,
or Class 3 remote control, signaling, or
power-limited circuits are character-
ized by their usage and electrical power
limitation which differentiates them
from light and power circuits. These
circuits are classified in accordance
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with their respective voltage and power
limitations as summarized in para-
graphs (b)(1)(i) through (b)(1)(iii) of
this section.

(i) Class 1 circuits—(A) A Class 1
power-limited circuit is supplied from
a source having a rated output of not
more than 30 volts and 1000 volt-am-
peres.

(B) A Class 1 remote control circuit
or a Class 1 signaling circuit has a volt-
age which does not exceed 600 volts;
however, the power output of the
source need not be limited.

(ii) Class 2 and Class 3 circuits—(A)
Power for Class 2 and Class 3 circuits is
limited either inherently (in which no
overcurrent protection is required) or
by a combination of a power source and
overcurrent protection.

(B) The maximum circuit voltage is
150 volts AC or DC for a Class 2 inher-
ently limited power source, and 100
volts AC or DC for a Class 3 inherently
limited power source.

(C) The maximum circuit voltage is
30 volts AC and 60 volts DC for a Class
2 power source limited by overcurrent
protection, and 150 volts AC or DC for
a Class 3 power source limited by over-
current protection.

(iii) Application. The maximum cir-
cuit voltages in paragraphs (b)(1)(i) and
(b)(1)(ii) of this section apply to sinus-
oidal AC or continuous DC power
sources, and where wet contact occur-
rence is not likely.

(2) Marking. A Class 2 or Class 3
power supply unit shall not be used un-
less it is durably marked where plainly
visible to indicate the class of supply
and its electrical rating.

(c) Communications systems—(1) Scope.
These provisions for communication
systems apply to such systems as cen-
tral-station-connected and non-cen-
tral-station-connected telephone cir-
cuits, radio receiving and transmitting
equipment, and outside wiring for fire
and burglar alarm, and similar central
station systems. These installations
need not comply with the provisions of
§§ 1926.403 through 1926.408(b), except
§ 1926.404(c)(1)(ii) and § 1926.407.

(2) Protective devices—(i) Circuits ex-
posed to power conductors. Communica-
tion circuits so located as to be ex-
posed to accidental contact with light
or power conductors operating at over

300 volts shall have each circuit so ex-
posed provided with an approved pro-
tector.

(ii) Antenna lead-ins. Each conductor
of a lead-in from an outdoor antenna
shall be provided with an antenna dis-
charge unit or other means that will
drain static charges from the antenna
system.

(3) Conductor location—(i) Outside of
buildings—(A) Receiving distribution
lead-in or aerial-drop cables attached
to buildings and lead-in conductors to
radio transmitters shall be so installed
as to avoid the possibility of accidental
contact with electric light or power
conductors.

(B) The clearance between lead-in
conductors and any lightning protec-
tion conductors shall not be less than 6
feet (1.83 m).

(ii) On poles. Where practicable, com-
munication conductors on poles shall
be located below the light or power
conductors. Communications conduc-
tors shall not be attached to a cross-
arm that carries light or power conduc-
tors.

(iii) Inside of buildings. Indoor anten-
nas, lead-ins, and other communication
conductors attached as open conduc-
tors to the inside of buildings shall be
located at least 2 inches (50.8 mm) from
conductors of any light or power or
Class 1 circuits unless a special and
equally protective method of conductor
separation is employed.

(4) Equipment location. Outdoor metal
structures supporting antennas, as well
as self-supporting antennas such as
vertical rods or dipole structures, shall
be located as far away from overhead
conductors of electric light and power
circuits of over 150 volts to ground as
necessary to avoid the possibility of
the antenna or structure falling into or
making accidental contact with such
circuits.

(5) Grounding—(i) Lead-in conductors.
If exposed to contact with electric
light or power conductors, the metal
sheath of aerial cables entering build-
ings shall be grounded or shall be inter-
rupted close to the entrance to the
building by an insulating joint or
equivalent device. Where protective de-
vices are used, they shall be grounded.

(ii) Antenna structures. Masts and
metal structures supporting antennas
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shall be permanently and effectively
grounded without splice or connection
in the grounding conductor.

(iii) Equipment enclosures. Transmit-
ters shall be enclosed in a metal frame
or grill or separated from the operating
space by a barrier, all metallic parts of
which are effectively connected to
ground. All external metal handles and
controls accessible to the operating
personnel shall be effectively grounded.
Unpowered equipment and enclosures
shall be considered grounded where
connected to an attached coaxial cable
with an effectively grounded metallic
shield.

[51 FR 25318, July 11, 1986, as amended at 61
FR 5510, Feb. 13, 1996]

§§ 1926.409—1926.415 [Reserved]

SAFETY-RELATED WORK PRACTICES

§ 1926.416 General requirements.
(a) Protection of employees—(1) No em-

ployer shall permit an employee to
work in such proximity to any part of
an electric power circuit that the em-
ployee could contact the electric power
circuit in the course of work, unless
the employee is protected against elec-
tric shock by deenergizing the circuit
and grounding it or by guarding it ef-
fectively by insulation or other means.

(2) In work areas where the exact lo-
cation of underground electric
powerlines is unknown, employees
using jack-hammers, bars, or other
hand tools which may contact a line
shall be provided with insulated protec-
tive gloves.

(3) Before work is begun the em-
ployer shall ascertain by inquiry or di-
rect observation, or by instruments,
whether any part of an energized elec-
tric power circuit, exposed or con-
cealed, is so located that the perform-
ance of the work may bring any person,
tool, or machine into physical or elec-
trical contact with the electric power
circuit. The employer shall post and
maintain proper warning signs where
such a circuit exists. The employer
shall advise employees of the location
of such lines, the hazards involved, and
the protective measures to be taken.

(b) Passageways and open spaces—-(1)
Barriers or other means of guarding
shall be provided to ensure that work-

space for electrical equipment will not
be used as a passageway during periods
when energized parts of electrical
equipment are exposed.

(2) Working spaces, walkways, and
similar locations shall be kept clear of
cords so as not to create a hazard to
employees.

(c) Load ratings. In existing installa-
tions, no changes in circuit protection
shall be made to increase the load in
excess of the load rating of the circuit
wiring.

(d) Fuses. When fuses are installed or
removed with one or both terminals en-
ergized, special tools insulated for the
voltage shall be used.

(e) Cords and cables. (1) Worn or
frayed electric cords or cables shall not
be used.

(2) Extension cords shall not be fas-
tened with staples, hung from nails, or
suspended by wire.

[44 FR 8577, Feb. 9, 1979; 44 FR 20940, Apr. 6,
1979, as amended at 55 FR 42328, Oct. 18, 1990;
58 FR 35179, June 30, 1993; 61 FR 9251, Mar. 7,
1996; 61 FR 41738, Aug. 12, 1996]

§ 1926.417 Lockout and tagging of cir-
cuits.

(a) Controls. Controls that are to be
deactivated during the course of work
on energized or deenergized equipment
or circuits shall be tagged.

(b) Equipment and circuits. Equipment
or circuits that are deenergized shall
be rendered inoperative and shall have
tags attached at all points where such
equipment or circuits can be energized.

(c) Tags. Tags shall be placed to iden-
tify plainly the equipment or circuits
being worked on.

[44 FR 8577, Feb. 9, 1979; 44 FR 20940, Apr. 6,
1979, as amended at 55 FR 42328, Oct. 18, 1990;
58 FR 35181, June 30, 1993; 61 FR 9251, Mar. 7,
1996; 61 FR 41739, Aug. 12, 1996]]

§§ 1926.418—1926.430 [Reserved]

SAFETY-RELATED MAINTENANCE AND
ENVIRONMENTAL CONSIDERATIONS

§ 1926.431 Maintenance of equipment.
The employer shall ensure that all

wiring components and utilization
equipment in hazardous locations are
maintained in a dust-tight, dust-igni-
tion-proof, or explosion-proof condi-
tion, as appropriate. There shall be no
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